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July 28,1989 14

Mr. Gil Haselberger, Chief
Toxic Substances Section
U. S. Environmental Protection Agency
Region 10
1200 Sixth Ave.
Seattle, WA 98101

Re: AT—083

Dear Mr. Haselberger:

This letter is in response to the Notice of Noncompliance
received from your office, dated July 5, 1989, pertaining to PCB
regulations pursuant to the Toxic Substances Control Act (TSCA).
Two violations were noted by Michael R. Hoyles during an inspec
tion at the Inland Empire Paper Company (IEP) facility on April
20, 1989. The violations that were outlined, along with IEP’s
responses are as follows:

1. “Inland Empire Paper Company failed to prepare annual
reports for the years 1983—1987, during which time
the facility had in use more than 50 large PCB
capacitors”

Inland Empire has prepared annual reports for the
years in question and these are attached. Also
included, although not requested, is the annual
report for 1988 which summarizes the information
regarding the disposal of the capacitors removed from
service in 1987 that were properly disposed of in 1988.
In addition, included is a copy of the equipment log
from which the majority of the annual report informa
tion is derived.

2- “The inspector also noted that the PCB labels used
to mark the location of PCB capacitors were not of
regulation 6-inch square size. Full-size (6-inch by
6—inch) labels are required whenever the piece of
equipment —— or, in this case, the capacitor rack ——

is of adequate size to carry these labels.”

PAPER MAKERS SINCE 1911
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Mr. Hoyles did point out during his inspection that the
labels on IEP’s remaining 30 PCB capacitor bank were
not of the legal 6—inch by 6—inch size. I told him
that EPA’s Dr. Watson, in a December 15, 1983 PCB
inspection had made the same observation, but had told
us that due to the physical size of the capacitors that
the smaller labels were acceptable. IEP was not cited
at that time for this discrepancy. However, in light
of the most recent inspector’s findings, IEP, as of
this writing, has installed the larger 6—inch labels on
the sides of the capacitor rack.

In reference to your recommendation that IEP should consider
replacing the 30 remaining PCB capacitors at the site with
equivalent non-PCB models, this presently is under review. It
has been a long ten goal of our company to become a PCB free
mill, and we are optimistic of achieving this goal in 1990.

I hope that the preceding information and attachments
return our mill to compliance. If any further information is
required, please contact me at (509) 924—1911.

Sincerel

Wayne Andresen
Assistant General Manager

mb

Ends.
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SUBJECT: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, 88 flIRU DEC. 31, 88.

As of December 31, 1988, we had on hand at our Inland Empire Paper Co.

facility . kilograms of PCB insulating fluids in transformers.

In capacitors, weight unknown, the following capacitors were in use, on site,

at the end of the year:

30 Capacitors Page 2 of Equipment Log, Item #4.

There were no PCB’s in storage.

Incinerated at Rollins Enivronmental Services, Inc. in Deer Park, Texas, were the

following items removed and reported in 1987:

On April 18, 1988, under Texas Waste Manifest Ticket #00354357, Page 2 of the

Equipment Log, Items 1, 2, 3, 5, 6, 7, and 9 plus the 3 amp guard switches.

There was no storage or disposal of PCB’s during this reporting period.

Signature Lhf421Z, 1%ahtuuuo’.’

Title 1st ,tc.c. $t*t.
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SUBJECT: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, 87 ThRU DEC. 31, 87.

As of December 31, 1987, we had on hand at our Inland Empire Paper Co.

facility ... kilograms of PCB insulating fluids in transformers.

In capacitors, weight unknown, the following capacitors were in use, on site,

at the end of the year:

30 Capacitors Page 2 of Equipment Log, Item #4.

Removed from service with times in storage were the following capacitors:

Item #6, Page 2 of Equipment Log, Jan. 1 - Sept. 28, 1987 (capacitors)

Items #1 - 3, Page 2 of Equipment Log, Nov. 19 - Nov. 23, 1987 (capacitors)

Items #5, 7, and 9, Page 2 of Equipment Log, Nov. 19 - Nov. 23, 1987 (capacitors)

Also, the following 3 amp guard switches, not previously known to contain PCWs

were tested and removed and stored as follows:

Item #10 --— Page 2 of Equipment Log ---- Oct. 20 - Nov. 23, 1987 (switch)

Item #11 --— Page 2 of Equipment Log ---- Oct. 28 - Nov. 23, 1987 (switch)

Item #2 ---- Page 2 of Equipment Log ---- Nov. 5 Nov. 23, 1987 (switch)

All of the preceeding were stored by Eastern Electric apparatus Repair in Seattle

through the end of 1987.

Signature

______________________________

Ti tie QLJ2i7



ANNUAL PCB RECORD
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REPORTING PERIOD JAN. 1,86 THRU DEC. 31, 86.

As of December 31, 1986, we bad on band at our Inland Empire Paper Co.

facility ...Q.. kilograms of PCB insulating fluids in transformers.

In capacitors, weight unknown, the following capacitors were in use on site:

36 Capacitors ---- Page 2 of Equipment Log, Items 1 -3.

30 Capacitors ---- Page 2 of Equipment Log, Item #4.

3 Capacitors ---- Page 2 of Equipment Log, Items 5, 7, & 9.

Removed from service on September 23, 1986, and in storage at the end of the

year was one capacitor, Item #6, Page 2 of the Equipment Log.

Signature

___________________

Title I
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SUBJECr: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, 85 ThRU DEC. 31, 85.

As of December 31, 1985, we had on hand at our Inland Empire Paper Co.

facility ..&.. kilograms of PCB insulating fluids in transformers.

In capacitors, weight unknown, the following capacitors were in use on site:

36 Capacitors Page 2 of Equipment Log, Items 1 - 3.

30 Capacitors ---- Page 2 of Equipment Log, Item #4.

4 Capacitors ---- Page 2 of Equipment Log, Items 5, 6, 7, & 9.

There was no storage or disposal of PCB’s during this reporting period.

Signature 1A,1&24.
Title

________________
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SUBJECT: ANNUAL PCB RECORD EPA Rr.inr 10

REPORTING PERIOD JAN. 1, 84 THRU DEC. 31, 84.

As of December 31, 1984, we had on hand at our Inland Empire Paper Co.

facility ...tQ kilograms of PCB insulating fluids in transformers.

In capacitors, weight unknown, the following PCB’s were on site:

36 Capacitors Page 2 of Equipment Log, Items 1 - 3.

30 Capacitors ---- Page 2 of Equipment Log, Item 4.

4 Capacitors ---- Page 2 of Equipment Log, Items 5, 6, 7, & 9.

Item #8, of Equipment Log, Page 2, in storage at the end of 1983, was disposed of on

March 11, 1984 at Rollins Environmental Services, Deer Park, Texas. Texas Waste

Manifest Ticket #00804851.

Items #8 and #14 of Page 1, Equipment Log, were decontaminated by Westinghouse on

January 26, 1984, certified PCB free on May 21, 1984 by Laucks Testing Lab. The

contaminated oil, 9702.46 kg, was incinerated at Rollins Environmental Services

in Deer Park, Texas on March 12, 1984 under Texas Waste Manifest Ticket #00804718.

Signature t&1syun dg
Title

________________________
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SUESTAi&ES ERA:rHSUBJECr: ANNUAL P03 RECORD FPA Pcniqrq p

REPORTING PERIOD JAN. 1,83 ThRU DEC. 31, 83.

As of December 31, 1983, we had on hand at our Inland Empire Paper Co.

facility 3172 kilograms of PCB insulating fluids. The P03 fluid

was located as follows:

Page 1 2 Transformers (Items 8 & 14 of Equipment Log)

Page 2 36 Capacitors (Items 1 - 3 of Equipment Log)

Page 2 ---- 30 Capacitors (Item #4 of Equipment Log)

Page 2 ---- 5 Capacitors (Items 5 - 9 of Equipment Log)

Item #8 of Page 2, GE Capacitor was placed in storage on 11/9/83.

Signature

___________________

Title

_____________
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0
U.S. ENVIRONMENTAL PROTECTION AGENCY

REGION 10
1200 SIXTH AVENUE

SEATTLE, WASHINGTON 96101

JUL 0

AT- 083

CERTIFIED MAIL NOTICE OF NONCOMPLIANCE
RETURN RECEIPT REQUESTED

Mr. Wayne Andresen, Production Manager
Inland Empire Paper Company
North 3320 Argonne
Spokane, Washington 99212

Dear Mr. Andresen:

This concerns the April 20, 1989 Environmental Protection Agency (EPA)
inspection which was performed by Michael R. Hoyles at your facility in
order to determine compliance with the PCB regulations adopted by the
Environmental Protection Agency (EPA) pursuant to the Toxic Substances
Control Act (TSCA).

During the inspection, violations of the regulations were noted. You
should be aware that violations of TSCA may be subject to administrative
civil penalties. I understand that Mr. Hoyles discussed his preliminary
findings with you at the conclusion of the inspection. The following
identifies in detail the violations observed during the inspection.

REGULATION — RECORDKEEPING (ANNUAL REPORTS)

40 C.F.R. § 761.180(a) requires that facilities using or storing at one
time 45 kilograms of PCBs in PCB Containers, or 50 or more large PCB
Capacitors, or one or more PCB Transformers, maintain supporting
documentation and a specified format annual report of information on
the disposition of PCBs and PCB Items.

VIOLATIONS

Inland Empire Paper Company failed to prepare annual reports for the
years 1983—1987, during which time the facility had in use more than 50
large PCB Capacitors.

The inspector also noted that the PCB labels used to mark the location
of PCB Capacitors were not of regulation 6-inch square size. Full—size
(6—inch by 6—inch) labels are required whenever the piece of equipment
—— or in this case, the capacitor rack —— is of adequate size to carry
these labels.

REPLY TO
ATTN OF:



0 0
2

The inspection report also noted that 30 large PCR Capacitors remain in
service at your facility. Although this number of large PCB Capacitors does
not trigger the annual reporting requirements, this equipment is still
regulated under the provisions of TSCA. Any leakage or spill from a PCB
Capacitor must be responded to in accordance with the PCB Spill Cleanup
Policy, and large PCB Capacitors removed from service must be disposed of by
approved high—temperature incineration in accordance with disposal
provisions of the PCB Regulations. We recommend that you consider replacing
the large PCB Capacitors with equivalent non—PCB models.

Within 30 days of your receipt of this letter, please furnish us with
summary compilations of annual reports for your facility for the years
1983—1987. Please call Elaine Barrick at (206) 442—8577 if you have
questions.

51 n ce rely,

/ kuatu Th
[ Gil Haselberger, Chief

Toxic Substances Section

p 751 263 752

RECEIPT FOR CERTIFIED MAIL
NO LNSURANCE COVERAGE PROVOED

NO FOR INTERNAt;DNAL MAiL

(See Reverse)

R)ANE ANDRESEN, PR0DUCIi MGR.

str!rNNb EMPIRE PAPER

Fo3PKANE WA

Cenled Fee

Sec3l Denvery Fee

Restr;cted De.very Fee

Return Receipt showing
to wnom and Date Dehvered

Lfl

Return Receipt showing to whom.
— Dale. and Address 01 Delivery
C,

TOTAL Postage and Fees

Po5lmark or Date

0
U-
Co
C

070589
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Inland Empire Paper Cflany 0
North 3320 Argonne
Spokane, Washington 99212

April 20, 1989

Michael R. Hoyles, Environmental Protection Specialist
Washington Operations Office

Compliance History:

This facility was inspected by Mike Watson on December 15, 1983. At that time
the Company had 72 capacitors some of which were leaking. They also had
marking violations. At the time, the company had two transformers that
contained PCBs but this was not addressed in the inspection. On July 17, 1984
EPA issued a Notice of Noncompliance.

Pre-Inspection Conference:

I arrived at the facility and was introduced to Wayne Andresen, Production
Manager, Ed Orr, Maintenance Supervisor, and Mike Reynolds, Chief
Electrician. I presented my credentials and explained the purpose of my
visit. I filled out the TSCA Notice of Inspection and Confidentially Notice,
had Wayne fill out and sign the appropriate areas, and gave him a copy of each.

Record Review:

Enclosed with this report are annual reports for 1980, 1981, and 1982. In
1984 the Company disposed of all remaining transformers and, apparently,
discontinued preparing the annual reports. Until the fall of 1987, when 46
PCB capacitors were shipped for disposal (two documents are enclosed
supporting this), the Company had at least 76 PCB capacitors in use. This
conclusion is based on fact that they still have 30 capacitors in use. These
capacitors are approximately 25 inches high, 12 inches deep, and 3 inches wide
which is equivalent to 900 cubic inches. According to Mr. Reynolds they are
operating at greater than 2000 volts. These would be considered large high
voltage capacitors. Since prior to the end of 1987 they had more than 50 of
these units, annual reports up through and including 1987 should be on file
for five years after then. From this reasoning, I include they should have
annual reports for 1983, 1984, 1985, 1986, and 1987.

Two transformers were disposed of in 1984. It’s difficult to tell from the
annual reports if they were PCB transformers or PCB contaminated ones. Since
these were disposed of in 1984 they should have had quarterly inspection
reports up to that date. I did not, however, ask for these since five years
have passed. Quarterly inspection reports are not required for PCB capacitors.



Inspection of racilit()

We first went to the refiner motor control room (4160 volt area) and I was
informed that the PCB capacitors that used to be in this area were removed and
shipped in 1987. I did not ask what the dimensions were.

We then went to the 2300 volt room in which is contained 30 capacitors mounted
in an area enclosed by a cyclone style fence. These were 100 KVAR capacitors
with dimensions in inches of 25 H, 120 and 3W. This corresponds to 900 cubic
inches. They are greater than 2000 volts. None were leakin9. According to
Mr. Renoylds they are inspected daily and leaks would be detected. According
to Mr. Andresen the Company had tried to afix four inch ML labels but the heat
from the capacitors deteriorated the labels quickly. They were able to place
the labels on the structure which holds the capacitors and this gives ample
warning that the units contain PCBs. The Ml labels affixed to the structure
should have been 6 inches on a side. According to Mr. Andresen, these thirty
capacitors represent their total inventory of PCB items at the plant.

They do not have a storage for disposal area at this facility and their past
practice was to have equipment picked up within “a couple of days of removal
from service”.

Sample Collection;

None.

Closing Discussion:

I informed those present of the need for the 6 inch by 6 inch ML label,
thanked them for their time and left the facility.

While in the parking lot it occurred to me they may have an annual report
violation so I returned and talked to Mr. Andresen who provided me copies of
those annual reports that they had. I explained that he needed to have annual
reports for the years indicated above. I thanked him and left the facility.

2



PCB INSPECTION PLAN 0
(Must be Completed and Filed with RSCC and RQAMO for all PCB Inspections)

STATUS: Enforcement Sensitive_____ ; CBI_____ ; Open_____ ; Routine X

SITE IDENTIFIER:
Inland Empire Paper Co.

AUTHORIZED INSPECTOR: Michael R. Hoyles, Environmental Protection Specialist

DESIGNATED MANAGER: Michael R. Hoyles, Environmental Protection Specialist

INSPECTION TEAM OR DELEGATED AUTHORITIES: Michael R. Koyles,
Environmental Protection Specialist

RQAMO CONCURRENCE:

ESD PEER REVIEW:

Project Number: Number:

Laboratory Designated: EPA_____ ; CLP_____ ; PRIVATE_____

Sample Numbers Assigned:

SAMPLE SCHEDULE AND MILESTONES:
• This schedule must be filled out ACCURATELY and COMPLETELY)

• DATE 4/20/89

ACTIVITY Inspection

MATRIX

• # OF SAMPLES

Regional Sample Control Center Review:

Acceptance Date:___________________ ‘open’ section(s) closed on________________

Project Description and Site Location: Inland Empire Paper Company
North 3320 Argonne
Spokane, Washington 99212

Sample Rationale and Network Derivation:______________________________________

Cooperating Agencies, Involved Parties:

Special Considerations or ‘open” requirements:

(Continue on back if necessary)

3
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—t US ENVIRONMENTAL PROTECTION AGENCYV
• WASHINGTON,0020450

TOXIC SUBSTANCES CONTROL ACT

NOTICE OF INSPECTION
1. INVESTIGATION IDENTIFICATION 2. TIME 3. FIRM NAME

DATE I INSPECTOR NO. DAILY SEQ. NO.

9bDfr7 i 7f /°
4, INSPECTOR ADDRESS 5. FIRM ADDRESS

‘ /i 33Zc
OLt’fl.tpIO... ‘_tc_ 9c3 Sp<” ,w1 9’?21L

REASON FOR INSPECTION

Under the authority of Section 11 of the Toxic Substances Control Act:

For the purpose of inspecting (including taking samples, photographs, statements, and other inspection activities) an establish
ment, facility, or other premises in which chemical substances or mixtures or articles containing same are manufactured, proc
essed or stored, or held before or after their distribution in commerce (including records, files, papers, processes, controls, and
facilities) and any conveyance being used to transport chemical substances, mixtures, or articles containing same in connection
with their distribution in commerce (including records, files, papers, processes, controls, and facilities) bearing on whether the
requirements of the Act applicable to the chemical substances, mixtures, or articles within or associated with such premises or
conveyance have been complied with.

C In addition, this inspection extends to (Check appropriate blocks):

O A. Financial data

o B. Sales data

Cc. Pricing data

CD. Personnel data

C E. Research data

The nature and extent of inspection of such data specified in A through E above is as follows:

INSPECTOR SIGNATURE RECIPIENT SIGNATURE

N A NAMtk/ &AIt€V

W cA4a-c 2%
WAvile

TITLE ‘. DATE SIGNED TITLE DATr1GNEDMuL C- —hSt4
ThoD, fl6R.

Form Approved
0MB No. 2070-0007
Expires 3-31.88

EPA Form 7740-3 (12-821 INSPFCTIflN FIIF FAflU nv flPflIflNAI flCflflC i*jcntnvnn.e tilt
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Form Approved
0MB No 2070-00(17
Expires 3-37-88SEPA

\Wjs ENVIRONMENTAL PROTECTION AGENCY \
WASHINGTON, DC 20460 -

TOXIC SUBSTANCES CONTROL ACT

TSCA INSPECTION CONFIDENTIALITY NOTICE
I

1. INVESTIGATION IDENTIFICATION 2. FIRM NAME

DATE, INSPECTOR NO. DAILY SEQ. NO. p%JLAt’° w,°i4a -fA4St c...—,i’cJ-t
H[xz/g

3. INPECcOR NAME 4. FIRM ADDRESS

ktictWc 4--y
5. INSPECTOR ADDRESS i,)A H 1(1.

12-°C’i P’j(1
6. CHIEF EXECUTIVE OFFICER NAME

OL’-TVWA, 4 aLl/va 8. pEJ{5o4
7. TITLE

Pgs,pqr 4 &EW. fl&
TO ASSERT A CONFIDENTIAL BUSINESS INFORMATION CLAIM

It is possible that EPA will receive public requests for release of the 2. The information is not, and has not been, reasonably obtainable
information obtained during inspection of the facility above. Such without your company’s consent by other persons (other than
requests will be handled by EPA in accordance with provisions of the governmental bodies) by use of legitimate means (other than
Freedom of Information Act (FOIA), 5 USC 552: EPA regulations discovery based on showing of special need in a judicial or
issued thereunder, 40 CFR Part 2: and the Toxic Substances Control quasi.judicial proceeding).
Act (TSCA), Section 14. EPA is required to make inspection data
available in response to FOIA requests unless the Administrator of the 3. The information is not publicly available elsewhere.
Agency determines that the data contain information entitled to confi
dential treatment or may be withheld from release under other excep- 4. Disclosure of the information would cause substantial
tions of FOIA. harm to your company’s competitive position.

Any or all the information collected by EPA during the inspection may At the completion of the inspection, you will be given a receipt for all
be claimed confidential if it relates to trade secrets or commercial or documents, samples, and other materials collected. At that time, you
financial matters that you consider to be confidential business infor. may make claims that some or all of the information is confidential
mation. If you assert a CR1 claim, EPA will disclose the information business information,
only to the extent, and by means of the procedures sat forth in the
regulations (cited above) governing EPA’s treatment of confidential If you are not authorized by your company to assert a CR1 claim, this
business information. Among other things, the regulations require that notice will be sent by certified mail, along with the receipt for docu
EPA notify you in advance of publicly disclosing any information ments, samples, and other materials to the Chief Executive Officer of
you have claimed as confidential business information, your firm within 2 days of this date, The Chief Executive Officer must

return a statement specifying any information which should receive
A confidential business information (CR1) claim may be asserted at any confidential treatment.
time. You may assert a CBI claim prior to, during, or after the infor
mation is collected. The declaration form was developed by the Agency The statement from the Chief Executive Officer should be addressed
to assist you in asserting a CR1 claim. If it is more convenient for you to to:
assert a CR1 claim on your own stationery or by marking the individual
documents or samples “TSCA confidential business information,” it is
not necessary for you to use this form. The inspector will be glad to
answer any questions you may have regarding the Agency’s CR1
procedures.

While you may claim any collected information or sample as confiden- and mailed by registered, return-receipt requested mail within 7 calen
tial business information, such claims are unlikely to be upheld if they dar days of receipt of this Notice. Claims may be made any time
are challenged unless the information meets the following criteria: after the inspection, but inspection data will not be entered into the

special security system for TSCA confidential business information
1, Your company has taken measures to protect the conf I- until en official confidentiality claim is made. The data will be handled

dentiality of the information, and it intends to continue under the agency’s routine security system unless and until a claim is
to take such measures, made.

TO BE COMPLETED BY FACILITY OFFICIAL RECEIVING THIS NOTICE: If there is no one on the premises of the facility who is authorized to make
business confidentiality claims for the firm, a copy of this Notice and other
inspection materials will be sent to the company’s chief executive officer. If

I have received and read the notice there is another company official who should also receive this information,
please designate below.

SIGNATURE NAME

N AM
ELAYK€ Itt6I._’

TITLE

W4yg& 44DESE4
TITLE DATE SIGNED ADDRESS

11?oo,_A&.
EPA Form 77404 (12-82) INCDPflTIflN RI P cAr” iw Dcfl,fl.IAI nccIrc I.Ienrnrflfl’e



_

C
f&t/qi3
SUBJECT: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, fZ—THRU DEC. 31, ff2-

As of December 31, (2’we had on hand at our

_______________________

facility 3ITa— kilograms of PCB insulating fluids. The PCB

fluid was located as follows:

g-ti&eza’c (yir.ndT4*14 d4 ecurto&)

- o,gt. zmøu gj-3 tE

So— d4ntcioas (lzrtM *‘ f 66aiP’” LOb

In addition to the above we had

________________

kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB’s during this reporting

period.

Signature tJacl>cc. 44tt%tQ_

Title tiiLcc2.J
—

Date .j%Jr q1 -. -—



Js&4—1TO C
f14ta4 jj

SUBJECT: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, Ii THRU DEC. 31, 71

As of December 31, 2! we had on hand at our 14e.tC.

facility 31TZ kilograms of PCB insulating fluids. The PCB

fluid was located as follows:

- ‘fg,q&sroqAezs (rrtscc *1 • stit of Eqtuoseewr Io C.:)

3(0 - cnpl4.tn r-rww4 - —
oP eq.n.tr 06:)

30-
(,rl-Ess *!,L of EqLuts4tafl LD&

In addition to the above we had

________________

kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB’s during this reporting

period.

Signature /)J2&Jia... 12w1?ttt._—’

Title LtecAjuca) ,4L%.
Date 73fa.i.ck /1 IfIt



JULY 1,

____

SUBJECT: ANNUAL PCB RECORD

0

REPORTING PERIOD JAN. i, f’o THRU DEC. 31, tO

As of December 31, ,9f0 we had on hand at our

__________

facility 3iT2 kilograms of PCB insulating fluids.

fluid was located as follows:

In addition to the above we had

til Eqa,nr.i’

The PCB

kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB’s during this reporting

period.

Title

Date

.2 -

3(g.— CAPACLrO.’Z.5

30
CAMLLIVI?-3

(trusts i*

i 1-3

Cznm

Of aMMe’

op Cqc#C’

Signature

1/, Ia’,
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14a7i25,1988 I

• ;;•-:--:
--•-• -

- .

‘:j •
• Inland Empire Paper Co.
• 3320 North Argonne

C

Spokane, WA 99212
ø

•.S

Attn ,Ed Orr
• •-:

..

-I .••••

letter is to certify that the 43 PCB capacitors delivered. to
I.’ •-

mEastern Electric Apparatus Service Plant, Seattle, WA on 11—24—87

• ‘were disposed of according to 40 CFR Part 761.60 (b) (2) (iii) (A).

-:i-
i%Attached are copies of the Texas Waste Manifest, Ticket Number

.-.ç0035d357, and the Certificate of Destruction in which your capacitors

...‘were• included.
- ••

I

1
I

a
.dj.4flj’4 ‘44-.w’-.’ 4

. . . I H
‘‘‘Shou1d you have any questions, please feel free to call.

%‘
- EASTER ELECTRIC CORPORATION

t 3 switches also included in this shipment:3j:..;.; - C.
••. • - •t. -• • . • •

.

t 411

d —
cØ ,4 0,. I

- •

• -

•
• ;. -

ELECTRIC 10831 EAST MARGINAL WAY SOUTHCI)WSIERfl APF3IR4WS SEATTLE WASHINGION 98168REPAIR (206) 76fr-9536aIMPANY, INCttic.



3. Generator’s Name and Mailing Address
tSeR
&Ar*L

cljff S

4. Generators Phone ct.ce) —€j7—q50c0
5. Transporter 1 Company Name 6. US EPA ID Number

L_\<
.

&.StaManIfest Documen N mber

N24OQ3543i’ S;•
B; Stati Generators ID . -

:; L’ qq.srac;.

C. Stats Transporter’s qrj
0. Transporter’s Phone(7j3’ ‘f)_77j

it.’

UNIFORM HAZARDOUS 1. Generators US EPA ID No. Manliest 2. Page 1 Information in the shaded areasAi WASTE MANIFEST . JA of j is not required by Federal law.

7. Transporter 2 Company Name 8 US EPA ID Number E. State Transporter’s ID’- -

. . I F:. Transpone?s Phone :. • •

9. Designated Facility Name and Site Address 10. US EPA ID Number 0. State Facility’s IDRouJs.s a% tI.aL,AeiJtRL C-alt’3Q2S
.

r iCO i’ja3 Hi’
, c. C Gc aorl

...f% (,% H. Facility S Phone,,.,: ., r- i?S5Co jT.xtOsS.4.i 3.7S0 r,co
n& 11. US DOT Description (includIng Proper Shipping Name, Hazard Class, and ID 12. Containers 13. 14.

. ,HM Number) . .
.

. No. Twa Quantity
.. Waste No.

a.Q Z35 OL .. ..Y
.: .- -

—

— (Vt-n tCs{LSN
oca ‘ C73O

b. R wrakRtact)s c&jj-f4..S5. SCt, U o
)c \-à.Q.1 oRtX-e

cct . e 7t’SO— (oL’{CaLnaua+EVt’4! CWfL ‘

C.
.

ii
.

•% . ..

... .1:-..;; -

—

. . . . .
— yd.

. ..:“ a .
.

... u1111
— ,, ..,• . .

. .. . . ... . .

. . . ‘.

.- :ilZ’f,t!! tot?.
‘ —....J,AdgJtlon!1DescrIptlons for Materials Liped Above .t’ u-s .‘‘ .. . i... . K_Handling Codes for Wastes Listed Above

aiv\cn’.53rt
o.&;.--4-r>..-,H.l ,,nfL ‘L-Tk-: SSk- ‘-: Ccu-voe cNPcvtcas’j .. re tinjn . ‘n

.;: i .:fl r.’r’bntii -lii. ‘ .‘‘

.

15. Special HandlIng Instructions and Additional Information . . .

16. GENERATOR’S CERTIFICATION: I herebydeclare that the contenisof thisconsignmenl ara fullyandaccurately describedabova bypropershipping name and areclassified, packed, marked, and labeled, and are In all respects In proper condition br transport by highway accordIng to applicable international and national
‘ govsrnmeni regulations. Including applicable slate regulations.

If I am a large quantity generator, I certify that I have a program in place to reduce the volume and toxicity of waste generated to the degree I have determined to be
. economicallyprecticabte and that I have selected the practicable mQiodof treatment. storage. or disposal currently avaitable to me which minimitesthe present and

futurethreat to human health andthe environment Oft if I am a smIl quamitygenerato have made ago alt ffol to minimizemywamagenaration and selectr” the best waste management method that is available to me and that I can afford. , . .

Printed/Typed Na e
rn_.” Month Day Year

. .

, elAAA1 ‘. Lr4
17. Transporter 1 Acknowledgement of Receipt of Materidls,.,,,,..—” / Date

. intedflyped ama . ....-. .. , b,.. , S’naur ..i Month Day Year..qy2ai.- Rq---- --- --‘ I .Ey
‘:‘.‘:.I B. Transporter 2 Acknowledgement of Receipt of Materials Date

-v Printed/Typed Name ,., , :. 4 , .--
, ,‘‘;. ‘. Signature • . . ,. ., Month Day year: 111•

19, Discrepancy Indication Space. . ‘

-‘: ‘..
‘ I

yl1t’t,,t’j_.’.i :.4:.t,.,-..1 .‘

F
a
I
I
7
V

&kl”rrj ‘N.Jfrciit’’J.i1 ;i’.Th -i:’l..t’’.-t. ...
:-,

i. ‘. i*.;.i.’’,ir,
. v,t’”’ ‘

:‘

20, FeclhtvpPe or: C%f I aU ce pt of hazardous materials covered by this manifest except as noted in Item 19.

Date
-. PrintôflypedNam L j’ J.._... . —----.- Signature ‘A - I - Month Day Year

I ‘‘ I .. “-
‘‘ fJ J 1.hfl

. IC /lO)l
hite - original Pink-TSD Ficility fYelIow-TranspcM’er Green’Generator’s first copy

.4 —
•-i4q—’”’r

.,- -v,—..-’ ... c •.:
TEXAS WATER COMMISSION a
P.O. Box 13087, Capitol Station , .

. -‘..-.—,
,r:

-‘- ‘A’ .Austin, TExas 78711-3087 I ‘‘

‘‘ •..si . ... - ,

Please prim or type. tFonn designed for usa on elite (12-pitch) typewrlterj’’- ‘‘ ... _... —— —
Form approved. 0MB No. 2050-0039, expIre. 93089

1WC-031 I (Rev 11-06.86) 7



0 . Ruhii:rn’ EnWroflfflsnta/ Sty’Wd85 [IX) /1112
P. 0. Ba# 609, Deer Park. Texas 77536 (773) 479600?

() Ru/ILrjg 5, 1988

EASTERN ELECTRIC APPARATUS REPAIR COMPANY
10831 EAST MARGINAL WAY SOUTH
SEATtLE, WA 98168

ATPN: Mr. Larry Robinson

Dear Mr. Robinson:

This is to certify the material referenced below was incinerated

as of 04/18/88 at our Deer Park facility - Rollins Environmental

Services Cm) Inc., P. 0. Box 609, Deer Park, Texas 77536 in

accordance with 60 CFR 761 as it pertains to incineration of PCB

solids, liquids and capacitors.

TOTAL POUNDS
-4705

II. 0. NUMBER
-11553-39

DATE RECEIVED
—12/29/87

RES (TX) INC. B/L NUMBER
-104256

liES (TX) INVOICE NUMBER
-154795

TWC MANIFEST NUMBER
—00356357

SINCERELY,
liES (TX) INC.

VEU1A K. SHAFF
PCB RECORDS ADMINISTRATOR

cc: Steve Bergersen

Please call (713) 479-6001 Ext. 212 if there are any questions
concerning the information on this Certificate of Des nction.


